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Shetland Seafood Quality Control


Legionella Sampling. What you need to know?

Record origin of sample

1) Allow water to run until temperature stabilises before sampling

2) Record temperature of sample at time of sampling

3) Record sample volume

4) If biocide is present, record which one. Always use a sample bottle containing Potassium/Sodium Thiosulphate. These inactivate the oxidizing biocides.

5) Hold the bottle at a 45⁰ angle so that the neutraliser does not get flushed from the bottle when sampling.

Transport to Laboratory
1) Deliver the sample(s) to the laboratory as soon as possible

2) Hot water samples should be cooled directly after sampling

3) Samples should be protected from sunlight

4) Samples can be transported at ambient temperature if analysed before 24hrs

5) If analysis commences after 24hrs then transport samples ideally at 5±3⁰C

Sample Volume
1000mls required, bottles can be obtained from the lab.
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